sterilizer

| FProvide

“rovide racking system to support weignt of
500 pounds for eacn abator and 182 pounds
for each sterilizer.

Rack system will be fastened to wall and
floor. bquipment will be fastened to rack.

OUperations

Contractor to provide shop drawings for
approval prior to purchasing and nstalling
racking system.

Abator Abator Abator
1] Existing 12 inch duct,
verform leak test(pre—test
and final) and seal.
Sterilizer Sterilizer Sterilizer

2| Remove and replace
existing 4 nch duct serving

5 and install © 1nch

duct, air mixing valve and ADator
arrtflow damper servicing edch

abator as required In

and Installation
VManual. Adjust da
maintain specified flow.
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